RATINGS

POST DIMENSIONS IN INCHES WEIGHT/POLE

G'?\I%UP KV KV KV KA 'h']‘ESI\Lj/'; MILLIMETERS SHOWN INT ] (INCLUDES INSUL.)
© | NOM. | mMAX. | BIL | AMPS | viom. TR
uAu uBu "C" uDu uEu uRu LBS kg
GO1 115 123 550 1200 61 286 58.22 [1479] | 45 74 62 50 62.13 601 [272.9]
G02 2000 70 58.85[1495] | [1143] | [1880] | [1575] | [1270] | [1578] 631 [286.5]
GO03 138 145 oso | 1200 61 jge | 07220117071 54 a4 - c0 | 7243 | 683 | [310A]
G04 2000 70 67.85 [1723] | [1372] | [2134] | [1829] | [1524] | [1832] 714 [324.2]
4 74 2 2.1
G05 115 123 550 | 1600 70 286 | 58.22 [1479] [1123] [1880] [1275] [1230] 357; 612 | [277.8]
4 .
Go6 | 138 | 145 | 650 | 1600 | 70 288 | 67.22[1707] [1272] [2?‘3‘4] [1229] [1224] [g;g] 698 | [316.9]
NOTES:
1. LEFT HAND SWING AS SHOWN. RIGHT HAND SWING IS OPPOSITE HAND.
2. INSULATORS INVERTED FOR UNDERHUNG MOUNTING.
3. CUSTOMER TO SUPPLY "X" & "Y" DIMENSIONS.
4. ALL DIMENSIONS ARE IN INCHES.
5. DIMENSIONS IN[ ] ARE IN mm.
6. WEIGHTS IN[ ] ARE IN kg.
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6 Cleaveland)/Price Inc.

VERSION 14000 Route 993 : Traffor: d, PA 15085

2 DRAWN CHECKED | APPROVED DATE SWITCH STYLE REFERENCE NUMBER

MIG GBN 05/06/1991

DWG NO.

RL-C COPPER SIDE BREAK DISCONNECT SWITCH 115kV &

138kV; 1200A, 1600A & 2000A C04A020

WITH 5" B.C. INSULATORS




