
FOR 600A

5 5

3
"A

" "B
"

3

"D"

"C"
(127) (127)

(38)

(4
4)

(16)

(44)

(148)

(44)

(44)

(4
4)

(7
6)

(16)

(3
8)

(7
6)

"F"

"E"

FOR 600A ONLY

"F"

MIN.

"R"

(38)

3 5(7
6)

(1
27

)

1.
50 1.75 

1.
75.63

1.75

.63

1.75

5.81

1.50

1.
75

1.50

1.
75 (4
4)

1.
50 (3
8)

600A/1200A (6) .25
2000A (13) .50

1
"A

 "

16
 (4

06
) 7

.2
-2

3k
V

22
 (5

59
) 3

4.
5k

V

.56 (14) DIA. HOLES

.56 (14) DIA. HOLES

FOR 1200A
AND 2000A

(16)
.63

.69 (17) DIA. (4)
MOUNTING HOLES

1.50 (38) DIA. (2)

.25 (6) 600A/1200A

.50 (13) 2000A

NOTES:
1. SEE DRAWING C13A003 FOR VERTICAL MOUNTING.
2. ALL DIMENSIONS ARE IN INCHES.
3. DIMENSIONS IN (  ) ARE IN MM.
4. WEIGHTS IN (  ) ARE IN Kg.
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TO BY-PASS REGULATOR

B

1. SET REGULATOR IN
NEUTRAL POSITION.

2. CLOSE SWITCH "A"
3. OPEN SWITCHES "B" & "C"

1. SET REGULATOR IN
NEUTRAL POSITION.

2. CLOSE SWITCHES "B" & "C".
3. OPEN SWITCH "A".
4. RESET REGULATOR POSITION.

A

B C

TO PUT REGULATOR IN SERVICE
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FOR HORIZ. UNDERHUNG MTG ONLY


