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NOTES:
1. INSULATORS INVERTED FOR UNDERHUNG MOUNTING.
2. ALL DIMENSIONS ARE IN INCHES.
3. DIMENSIONS IN [    ] ARE IN mm.
4. WEIGHTS IN [    ] ARE IN kG.
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REV VERSION DRAWN CHECKED DATE SHEET SCALE

DWG NO.

Cleaveland/Price Inc.
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APPROVED

F 1 GH SF 04/08/1988 1 1 PROPORTIONAL

C102A186
LCO-C COPPER HOOKSTICK OPERATED

DISCONNECT SWITCH 7.2kV-34.5kV; 3000A;
WITH 5" B.C. INSULATORS
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